CIRCUIT BREAKER MAINTENANCE BY MOBILE AGENT SOFTWARE TECHNOLOGY

Mohd Sayeed\textsuperscript{1}, Syed Sayeed Ahmed\textsuperscript{2}, Shaik Omer\textsuperscript{3}, Mohammed Nadeem\textsuperscript{4}
Mohammed Abdul Rahman Uzair\textsuperscript{5}

\textsuperscript{1,2,3,4}Under Graduate Student, Nawab Shah Alam Khan College Of Engg & Tech, Hyderabad, (India)
\textsuperscript{5}Associate Professor, Nawab Shah Alam Khan College Of Engg & Tech, Hyderabad, (India)

ABSTRACT

Circuit breakers are crucial components for power system operation. The currently adapted time-directed maintenance strategy and the emerging new condition-based strategy require a flexible information processing technique and software architecture. In this paper, mobile agent software has been applied in implementing circuit breaker maintenance and repair tasks. Several potential application scenarios have been described and the relevant software features have been discussed. The benefits of using the mobile agent techniques are discussed at the end.

Keywords: Circuit breakers, Mobile agent, Software application scenarios, Breaker maintenance, Repairs.

I. INTRODUCTION

Circuit breakers are crucial components for power system operations. They play an important role in switching for the routine network operation and protection of other devices in power systems. To ensure circuit breakers are in healthy condition, periodical inspection and preventive maintenance are typically performed. The maintenance schedules and routines usually follow the recommendation of circuit breaker vendors, although the recommended schedules may be conservative.

New maintenance techniques and methodologies are emerging, while the circuit breakers keep improving in their designs and functions. As an example, some new circuit breakers have embedded monitoring instruments available to measure the coil current profiles and the operation timing. The recorded information can be used to monitor the condition of breakers during each operation. In this case, it may be more appropriate to replace the time-directed maintenance by condition-directed maintenance practice. When applied properly, both the size of the maintenance crew and maintenance cost may be reduced greatly with this approach. Since the number of circuit breakers in a power system is usually very big, a small maintenance cost saving per each circuit breaker can accumulate to a considerable benefit for the whole system. A more systematic solution is Reliability Centered Maintenance (RCM), which can be used to select the most appropriate maintenance strategy.

During the maintenance or repair work, the maintenance crew will need to access information distributed across the utility and stored using different data formats. By equipping the crew with new information access methods to replace the old paper-based information exchange and logging method, the efficiency may be improved since less time will be spent on preparation, reporting and logging. An information access method that is capable of
handling heterogeneous information sources will be helpful to achieve the above goal. Also, the new information access method should be secure and able to work on unreliable public networks.

The mobile agent software provides a flexible framework for mobile agent applications. An agent application program can travel through the internet/intranet to the computers where the mobile agent server or transporter is running. The mobile agent software also supports Distributed Events, Agent Collaboration and Service Bridge. Compared with client server systems, an agent can process the data locally and thus reduce the network traffic. Besides, the Java platform encapsulates the network layer from the agent, which makes the programming easier.

The mobile agent software may fit very well in the circuit breaker maintenance scenario. In this paper, we considered how mobile agent software might be applied in circuit breaker maintenance and monitoring from the viewpoint of the maintenance crew.

II. CIRCUIT BREAKER MAINTENANCE TASKS

The maintenance of circuit breakers deserves special consideration because of their importance for routine switching and for protection of other equipment. Electric transmission system breakups and equipment destruction can occur if a circuit breaker fails to operate because of a lack of a preventive maintenance. The need for maintenance of circuit breaker is often not obvious as circuit breakers may remain idle, either open or closed, for long periods of time. Breakers that remain idle for six months or more should be made to open and close several time in succession to verify proper operation and remove any accumulation of dust or foreign material on, moving parts and contacts.

The circuit breakers mainly consist of the interrupter assembly (contacts, arc interrupters and arc chutes), operating mechanism, operation rod, control panel, sealing system, and breaking medium (SF6, oil, vacuum and air). To ensure the performance of a circuit breaker, all the components should be kept in good condition; therefore time-directed preventive maintenance has been widely adopted. The preventive maintenance tasks include periodic inspection, test, and replacement of worn or defective components and lubrication of the mechanical parts. The maintenance intervals are usually determined using experiences or following the recommended schedules provided by the vendor or standard.

The maintenance practices can be divided into three categories: corrective maintenance, preventive maintenance, and predictive maintenance.

The different strategies are summarized in Table I. Each maintenance strategy has its own advantages and disadvantages, and thus most suitable application scenarios. A systematic solution is to utilize the Reliability Centered Maintenance (RCM) methodology. It performs analysis of the failure modes and the cause-effect impacts on the devices as it tries to find which strategy is the most cost-effective and appropriate for an application. The result of utilizing the RCM techniques and tools will be an optimal maintenance schedule for a specific application scenario.
The location of the information needed to perform maintenance can be the enterprise maintenance system, the substation data concentrators and the maintenance crew’s computer.

The information about the spare parts, test procedures, historical maintenance records, and instruction manuals, etc. is typically accessible in the enterprise maintenance system. Also, the enterprise maintenance will usually utilize a RCM or conventional maintenance scheduling system to generate work orders. The work orders indicate when and where to perform what kind of maintenance on what devices.

The information about the substations equipment may be retrieved from the substation computers or concentrators. With the introduction of continuous monitoring of circuit breakers, the real-time data becomes available for accessing in the substation concentrators. The continuous monitoring instrument may measure the coil current profiles and switching timing during the normal operation. The condition of a circuit breaker can be assessed using some signal processing and artificial intelligence techniques. In this way, the time-directed preventive maintenance may be replaced by condition-directed predictive maintenance. The real-time data in the substation concentrators is also a useful complement to the historical information stored in the enterprise maintenance system. The data may be utilized to automatically update or populate the enterprise maintenance database.

The maintenance crew may have the inspection or test report stored on a mobile computer. Also, the crew may need to update the status of the work order stored on the computer as well. Since the maintenance information is distributed among different systems, a software technique that has the flexibility of interfacing with multiple heterogeneous information systems is desired.

### Table I

<table>
<thead>
<tr>
<th>Strategy</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>Run-to-failure maintenance</td>
<td>The repair and restoration of equipment or components that have failed or are malfunctioning and are not performing their intended function</td>
</tr>
<tr>
<td>Time-directed maintenance</td>
<td>The periodic and planned maintenance actions taken to maintain a piece of equipment within the expected operating condition. It extends the equipment life if it is performed prior to equipment failure to prevent it. This includes technical specification surveillance, in-service inspection, and other regulatory forms of preventive maintenance</td>
</tr>
<tr>
<td>Condition-directed maintenance</td>
<td>The continuous or periodic monitoring and diagnosis in order to forecast component degradation so that as needed planned maintenance can be performed prior to equipment failure. Not all equipment conditions and failure modes can be monitored; therefore, predictive maintenance must be selectively applied.</td>
</tr>
</tbody>
</table>

The location of the information needed to perform maintenance can be the enterprise maintenance system, the substation data concentrators and the maintenance crew’s computer.

The information about the spare parts, test procedures, historical maintenance records, and instruction manuals, etc. is typically accessible in the enterprise maintenance system. Also, the enterprise maintenance will usually utilize a RCM or conventional maintenance scheduling system to generate work orders. The work orders indicate when and where to perform what kind of maintenance on what devices.

The information about the substations equipment may be retrieved from the substation computers or concentrators. With the introduction of continuous monitoring of circuit breakers, the real-time data becomes available for accessing in the substation concentrators. The continuous monitoring instrument may measure the coil current profiles and switching timing during the normal operation. The condition of a circuit breaker can be assessed using some signal processing and artificial intelligence techniques. In this way, the time-directed preventive maintenance may be replaced by condition-directed predictive maintenance. The real-time data in the substation concentrators is also a useful complement to the historical information stored in the enterprise maintenance system. The data may be utilized to automatically update or populate the enterprise maintenance database.

The maintenance crew may have the inspection or test report stored on a mobile computer. Also, the crew may need to update the status of the work order stored on the computer as well. Since the maintenance information is distributed among different systems, a software technique that has the flexibility of interfacing with multiple heterogeneous information systems is desired.
III. MOBILE AGENT SOFTWARE

There are different definitions of what is a software agent. An agent is a proactive software component, which is capable of acting reasonably to accomplish tasks on behalf of the user. An agent should be autonomous and have sound intelligence. A good software agent should be able to adapt to the changing environment; it may also be helpful to have the ability to exchange knowledge with other agents. Agent-based programming offers greater flexibility and adaptability than component-based programming. Compared with object-oriented software engineering, agent-oriented software engineering uses a set of high-level, flexible abstractions to represent systems. Agents communicate with each other by passing messages or by synchronization. Depending on their functions, we can classify agents into several categories like Personal agents, mobile agents, collaborative agents, etc.

Mobile agents are small software entities that can travel around the network, performing their functions on behalf of users. As the next generation middle-ware infrastructure for developing distributed applications, it meets all the requirements mentioned above. Since the mobile agents travel to the locations of the data sources and process the data locally, the network bandwidth consumption has been minimized. The built-in support for security, event notification, and agent collaboration can greatly improve the programming efficiency.

As shown in Fig. 1, the mobile agents can travel to devices that have mobile agent servers or lightweight transporters running. The mobile agent server can run on any platform where the Java runtime environment is available, and the devices without Java Virtual Machine (JVM) are supported through a communication node. The communication node can use any proprietary protocol to talk with the mobile devices. As long as the communication node has the mobile agent server running and exposes the communication functions to the agent through some programming interface, the agent can communicate with the mobile devices. Since the Java environment cannot cover the whole range of devices, the mobile agents need to know the programming interface in order to communicate with certain mobile devices.

![Fig. 1. A typical network setup of a mobile agent system](image-url)
Since the mobile agent software is built on Java platform, other functions supported by Java platform are also available for the mobile agents. Among them, the Java Database Connectivity (JDBC) interface to access database, the Remote Method Invocation (RMI) for distributed objects, and the Extensible Markup Language (XML) support are most notable.

**IV. APPLICATION SCENARIOS**

To reflect the distributed characteristic of the data sources, three computers are used to represent the enterprise maintenance system, the substation concentrator and the maintenance crew respectively as shown in Figure below.

![Application scenario](image)

The enterprise maintenance system may contain the maintenance history database, the RCM system, warehouse inventory system, and other information. The substation concentrator is in charge of collecting data from the sensors installed on the circuit breakers. Some analysis software will be running and a status report describing the circuit breaker operation can be generated. The maintenance crew uses a mobile computer to access the information and prepares report utilizing software mobile agents. The number of possible application scenarios is great. Only a few of them are given here to illustrate the benefits of utilizing the mobile agent software in the circuit breaker maintenance practice.

**4.1 Information Storage and Retrieval**

The mobile agent can help storing and retrieving all the information needed to perform maintenance or repair work. Mobile agent software supports accessing the data saved into heterogeneous systems. The information related to maintenance may be saved at heterogeneous databases and files. The heterogeneity may be reflected platform wise (differences in protocol, differences in format), concept wise (differences in schema and vocabulary, relative incompleteness), or both. Also, an information source may use a slow network connection, which means great network delays. And a source may only be operating part-time. Mobile agent software provides a framework to work in heterogeneous environments. At first, the Java platform is highly portable, which makes the mobile agent server run on a plethora of platforms. Java also has standard Application
B. Creating Circuit Breaker Failure Reports

No maintenance activities can ensure no failure will happen. When a circuit breaker failure does happen, some immediate action and follow-up investigation are required. As an example, to file an IEEE Std-1325 compliant power circuit breaker failure report, the user needs to collect the circuit breaker information (manufacturer, type, voltage, etc.), the operating environment data, the description of the trouble, the effect of the failure, the single line substation diagram, the operation and timing sequence, line condition, oscillogram, etc. To gather all the information and compile a report may be time consuming and error prone, since the information may be distributed among different data sources and in versatile formats. Therefore an automated method is preferred. A mobile agent makes an itinerary according to its knowledge about the location of information sources and will travel to each source and collect the information. The agent may also choose to delegate tasks to a bunch of second level agents and edit the last returned result from other agents. The second method may be faster when there are many sources for the software agent to visit. The software agent that helps the user to create the report will create and send out additional mobile agents to the distributed information sources for collecting the data. The collaboration mechanism provided by the mobile agent software has been utilized to exchange information among agents. The agent may also utilize some heuristic rules to help determine the possible causes of the failure.

The generated report is in Extensible Markup Language (XML) format and contains only the necessary information about the failure report. After giving the corresponding Extensible Style sheet Language (XSL) style sheets to define the appearance, the reports of different formats (e.g. HTML or PDF) can be automatically generated using XSL Transformation (XSLT) tools from a single data set. Using XML to represent the report separates the content from the presentation, which makes the data more accessible and exchangeable. In fact, XML has been selected as the proposed standard to exchange real-time system information among control centers. By saving only the content, the storage space is also optimized.

C. Circuit Breaker Monitoring

The distributed event mechanism is helpful in monitoring the status and events of circuit breakers. The user can select the event of interest to monitor. Once the monitoring starts, the selected events will be registered with the mobile agent server running on the corresponding substation concentrator. The concentrator can get the real-time information about the circuit breakers by communicating with sensors, and it can notify the user when the selected type of event happens.
D. Security Consideration

Two apparent security problems arise when applying mobile agents. First, the mobile agents need to be authenticated and authorized at the servers. Second, to ensure the integrity of the data, it must be transmitted in secure communication channels.

Every mobile agent must be authenticated at first to identify whom it represents. Secure Agent supports user authentication by using the username/password pairs. Once identified, mobile agents can be checked against the security policy to see whether they are authorized to do certain things at a server. The Administrator tool provides a user-friendly interface for the server security and service management.

The user interface to assign different types of permissions to users or groups is provided. The permissions are divided into different groups for agent, class, event, file, etc. For example, the permission in the agent group decides if an agent with the user/group's identity can arrive or be launched to/from this server. The file group permission determines whether a user or group can access the local files.

All the above security measures are supported by the mobile agent software directly and thus greatly simplify the programming work. There are some other security-related features provided. As an example, the mobile agents can work with firewalls, which is important when accessing the company Intranet from the outside public Internet is needed.

E. Logging and Experience Sharing

Software agents may help in logging and sharing maintenance experience. In the maintenance and repairing industry, experiences are often extremely important. Having an effective way to accumulate and distribute the experiences will help avoiding common mistakes and improving work efficiency. Currently, most of the experiences are still passed and shared by word of mouth, therefore some good experiences may be lost with years and personnel changes. The quality of this kind of experience sharing depends on the willingness of the people to share experience and their expression abilities. It is also difficult to search a solution for a given problem, since it is hard to know who has the corresponding experience. Agents may help in recording the maintenance process and converting it into some standard format (e.g. XML with standardized schema). The recorded experience can be saved in a case-based reasoning system for future retrieving.

F. Cost-benefit Analysis

Agents can assist users in performing some standard analysis. For example, to determine whether in-service monitoring of a circuit breaker is satisfied, a cost-benefit analysis based on the risks and investment return may be processed automatically. In , a decision making sequence has been recommended, which consists of three stages. Some historical data will help the user to give a more appropriate score for assessing each failure mode.

G. Other

Some other applications of agent technique have been proposed. For example, agents can improve the usability of some software by providing a friendly user interface with ability of speech recognition and synthesis.
V. CONCLUSIONS

In this paper, mobile agent software has been applied in circuit breaker maintenance. Several representative application scenarios have been described. Mobile agent software may be suitable for applying in circuit breaker maintenance practice due to its support for heterogeneous systems, security, distributed events, low-bandwidth usage, etc. Using the mobile agent software, the development work can be greatly simplified. Also, agent-based software architecture makes the application more flexible and upgradable.

VI. Acknowledgements

Mohd Sayeed is thankful to all the persons who contributed to the publication of this paper.
Syed Sayeed Ahmed is grateful to co-authors for publishing this paper.
Shaik Omer is thankful to all the persons who contributed to the publication of this paper.
Mohammed Nadeem extends humble thanks to all persons associated with this paper.
Mohammed Abdul Rahman Uzair is thankful to all the co-authors who contributed in publishing this paper.

VII. REFERENCES

1. Improving Circuit Breaker Maintenance Management Tasks by Applying Mobile Agent Software Technology - M. Kezunovic.